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Project:  Lebanon Fire Department Headquarters – Station 11 – HVAC Updates    

Location:  975 Lasley Dr., Lebanon, IN 46052   

Background information:   

There are six (6) existing roof top units (RTU) at this location that are approximately 15 years old. Existing 

RTUs appear to be oversized and preset short cycling issues, at times producing excess humidity in the 

building. All 6 existing RTUs have manual outside air dampers that do not appear to move, allowing fresh 

air into the space regardless of outside temperature and humidity.  System updates are needed to 

replace these RTU’s and better balance the entire system. 

It is recommended that Dilling Group CS/USA Inc., be selected for the above referenced project.  

 

Dilling Group CS/USA Inc.: $78,300.00 

 

The attached RFP was sent to the following contractors known to do this type of work: 

1. Aitron Heating and Air Conditioning Inc. 

2. Dilling Group CS/USA Inc. 

3. Edwards Electrical and Mechanical Inc. 

The following contractors submitted proposals: 

1. Aitron Heating and Air Conditioning Inc.  $78, 467 

2. Dilling Group CS/USA Inc.    $78,300 

3. Edwards Electrical and Mechanical Inc.   $92,448 


